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CHAPTER 41

An Act to amend
The Operating Engineers Act
Assented to May 16th, 1972
Session Prorogued December 15th, 1972

ER ~IAJESTY, by ar.d with the advice and consent of
the Legislative Assembly of the Province of Ontario,
enacts as follows:

H

1.-(J) Paragraph 8 of section 1 of The Operating Enginfl'fS ~e-1.irf;~ie~
Act, being chapter 333 of the Revised Statutes of Ontario, 1970,

is repealed and the following substituted therefor:
8. "compressor plant" means an installation comprised
of one or more compressors with prime movers and
the equipment usecl in connection therewith for compressing but not liquefying air or any other gas to a
pressure of more than 1.5 where the total Therm-hour
rating of all such prime movers is more than 3.816.
1. par. 19,
(2) Para~raph 19 of the said section 1 is repealed and the s.re-enacted
following substituted therefor:
u

19. "refrigeration plant" means an installation comprised
of one or more refrigerant compressors with prime
movers and the equipment used in connection therewith for compressing, liquefying at a pressure of more
than 15 and evaporating a refrigerant where the total
Therm-hour rating of all such prime movers is more
than 2.544.
2.--(1) Section 2 of the said Act Is amended by
thereto the following clause:

adding~-~ended

(ja) a compreso.or of the centrifugal, screw, turbine, rotary
vane or rotary lobe type.
{2) Clauses l and m of the said section 2 are repealed and ~;};,~~sc,{;,;t·
the follO\ving substituted therefor:
(l) a compressor or an installation compri,;ed of more
than one compressor, whether or not connected to a
registered plant, where,
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(i) the Therm-hour rating of the prime mover of
the compressor is J .145 or less, or

(ii) the Therm-hour rating of the prime mover of
each compressor of the installation is 1.145 or
less and the total Therm-hour rating of the
installation is 3.816 or less;
(m) a refrigerant compressor or an installation comprised
of more than one refrigerant compressor, whether or
not connected to a registered plant, where,

(i) the Therm-hour rating of the prime mover of
the refrigerant compressor is 0.7632 or less, or
(ii) the Therm-hour rating of the prime mover of
each refrigerant compressor of the installation
is 0.7632 or less and the total Therm-hour
rating of the installation is 2.544 or less.
s. 2, els. o, P.
(3) Clauses o and p of the said section 2 arc repealed and the
re-enacted,
s. 2, els. q, r, s, following substituted therefor:

ena cted

(o) a boiler or an installation comprised of more t ha n one

boiler, whether or not connected to a registered
plant, where,
(i) the boiler contains st eam at a pressure of 15
or less, or water at a t emperature at any boiler
outlet of 250° F. or less, has a T herm-hour
rating of 10 or less , and is not connect ed to
another boiler, or
(ii) each boiler of the installation contains steam
at a pressure of 15 or less, or wat er a t a t emperature at any boiler ou tlet of 25()° F . or less,
and each boiler has a T herm-hour rating of 10
or less, and the total Therm-hour rating of the
inst allation is 50 or less;
(p) a boiler or an installation comprised of more than one
boiler , whet her or n ot connected t o a registered
plant, where,

(i) the boiler contains st eam at a pressure of more
than 15 or water at a t emperature at any boiler
outlet of more than 250° F. , has a Therm-hour
rating of 5 or less and is not connect ed to
anot her boiler, or
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(ii) each boiler of the installation contains steam
at a pressure of more than 15 or water at a
temperature at any boiler outlet of more than
250' F., and each boiler has a Therm-hour
rating of 5 or less, and the total Therm-hour
rating of the installation is 17 or less;
(q) any boiler, compressor or refrigerant compressor that
was installed as an unattended plant before the day
upon which The Operating Engineers Amendment A ct, 1972, c. 41
1972 came into force;
(r) a coiled tube boiler containing steam at a pressure of
15 or less or water at a temperature at any boiler
outlet of 25()° F. or less and having a water content
of 150 Imperial gallons or less;
(s) a coiled tube boiler containing steam at a pressure of

more than 15 or water at a temperature at any
boiler outlet of more than 250° F. and having a water
content of 7 5 Imperial gallons or less.
3. Section 22 of the said Act is repealed and the following ~e~:nacted
substituted therefor:

22 · -(1) The Board shall issue ' in accordance with the quahficat10n
Cert~ficat~ of
regulations, a certificate of qualification to any person
who,
(a) shows proof satisfactory to the Board of having
acquired the qualifying experience required
by the regulations;
(b) passes the examination conducted by the
Board, or furnishes evidence that he has
successfully completed a course of training
that the Minister has approved for the purpose
upon the advice of the board of review ; and

(c) pays the fee prescribed by the regulat ions.
(2) Every certificate of qualification remains in force as T erm
prescribed by the regulations.
4. Sections 26 and 27 of the said Act are repealed ands.re-enac
26, t ,,
ev;
the following substituted therefor:
s. 21,
repealed

26. Every operating engineer or opera t or shall d isplay ~~~t1~nJaf!s
conspicuously his certificate of qualifica tion in the
engine room, compressor room or boiler room of t he
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plant in which the operating engineer or operator
works, except in the case of a steam hoisting or
hoisting engineer, in which case he shall carry the
certif.cate upon his person.
S.

30a,

enacted

5. T he said Act is amended by adding thereto the following
section:

False
statements

30a. No person shall knowingly make a false statement or
entry in an application, Log book or document required by this Act or the regulations to be submitted or kept or knowingly furnish information
under this Act or the regulations that is false, or
knowingly make use of any such false statement,
entry or information.

Commencement

6. This Act comes into force on a dav to be named by
the Lieutenant Governor by his proclamati~n.

Short title

7 . This Act may be cited as The Operating Engineers
Amendment Act, 1972.

